
#
PRESSURE TRANSMITTER INSTALLATION
NTS

NOTES:

1. INSTALLATION OF SENSORS AND TRANSMITTERS SHALL CONFORM TO

RECOMMENDATIONS OF MANUFACTURERS OF TRANSMITTERS.

1/2" [15mm] STEEL PIPE OR
STEEL TUBING TO SENSORS

DIFFERENTIAL PRESSURE

TRANSMITTER (FLOW, LEVEL)

BLOWDOWN

PT

ELEVATION

SCALE : 

CAD DETAIL NO.: DATE ISSUED: 

DETAIL TITLE / PRESSURE TRANSMITTER INSTALLATION
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NONE
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