
WATER TREATMENT - CLOSED SYSTEMS 
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NOTE:
TOP OF CHEMICAL POT

FEEDER TANK SHALL NOT BE

MORE THAN 4'-0" [1200mm]
ABOVE FINISHED FLOOR.
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SCALE : 
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NONE

DESIGNER'S NOTE:
1. SHOW LOCATION OF ALL CHEMICAL POT FEEDER TANKS ON PIPING DIAGRAMS

FOR EACH CHILLED WATER AND HEATING HOT WATER SYSTEM. FEEDER MAY

ALSO BE USED FOR MAKE-UP FOR SMALL GLYCOL-WATER SYSTEMS (UNDER
50 GPM [190 LPM] IN LIEU OF A TANK/PUMP MAKE-UP SYSTEM.
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