
4
'
-
8
"

OUTSIDE AIR

DAMPER

OUTSIDE AIR

LOUVER

FLOOR DRAIN (TYP.)

CMU WALL

EXTERIOR

WALL

DETAIL KEYNOTES:

1. THE DESIGN AND SUPPORTING DOCUMENTATION FOR THE BLAST

RESISTANT CONCRETE WALL SHALL BE COORDINATED AND APPROVED

BY A REGISTERED PROFESSIONAL STRUCTURAL ENGINEER SPECIALIZING

IN BLAST RESISTANT CONSTRUCTION.

2. LIMIT AIR VELOCITY TO 800 FPM [4.0 m/s] THRU PLENUM.

ACCESS SECTION

(WALK-IN)

24"x24" [600mmx600mm]
BOLTED 1/2" [15mm]
STEEL ACCESS PANEL
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NOTE:1

OUTSIDE AIR INTAKE FOR AIR HANDLER

UNIT FOR MISSION CRITICAL FACILITY
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SCALE : 

CAD DETAIL NO.: DATE ISSUED: 

DETAIL TITLE / OUTSIDE AIR INTAKE FOR AIR HANDLER 

UNIT FOR MISSION CRITICAL FACILITY
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