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DATE OF THIS VERSION:   

May 1, 2016   

 

TITLE OF DOCUMENT:   

Cold-Formed Metal Framing, 05 40 00   

 

DATE OF VERSION BEING SUPERSEDED (old):   

July 1, 2011   

 

DESCRIPTION OF DOCUMENT (previous title, number, other identifying data):   

Cold-Formed Metal Framing, 05 40 00   

 

SUMMARY OF CHANGES IN THIS VERSION:   

1. ASTM C955 added.  
2. Added in coating designator, CP60 per ASTM C 955 which lists the following as allowable 

coatings for use: G60, A60, AZ50 and GF30.  
3. Modified gauges to comply with Design Thickness: 20 gauge – 12 gauge. 
4. Added in decimals for minimum base-metal thickness (95% of design thickness). 

 
 

 


